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ADDENDUM #1 
 
Date: April 5, 2007 
 
To:  Contractors 
 
From: Tim Parkinson, Project Manager, DFCM 
 
Reference: Utah National Guard 

VA Nursing Home Chapel Addition 
DFCM Project No. 06237480 

 
Subject: Addendum No. 1 
 
Pages Addendum        1 page 
 Eaton Architecture Addendum #1    2 pages 
 Van Boerum & Frank Associates Addendum/Specifications 2  pages 
 Envision Engineering Electrical Addendum 1   3  pages 
 Electrical Specifications      6 pages  
 Drawings       4 pages 
 Revised Bid Form      2 pages 
 Total        20 pages 
 
Note: This Addendum shall be included as part of the Contract Documents.  Items in 
this Addendum apply to all drawings and specification sections whether referenced or 
not involving the portion of the work added, deleted, modified, or otherwise addressed in 
the Addendum.  Acknowledge receipt of this Addendum in the space provided on the Bid 
Form.  Failure to do so may subject the Bidder to disqualification. 
 
1.1 SCHEDULE CHANGES – There are no project schedule changes per this Addendum. 
1.2 BID FORM – There are changes to the Bid Form.  Be advised.  The revised Bid Form dated 

April 5, 2007, reflects Additive Alternate No. 2. 
 
1.3 GENERAL - Attachments 

1.3.1 Eaton Architecture Addendum #1. 
1.3.2 Van Boerum & Frank Associates Addendum/Specifications 
1.3.3 Envision Engineering Electrical Addendum 1 
1.3.4 Electrical Specifications 
1.3.5 Drawings 

 
End of Addendum #1 
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ADDENDUM #1 
April 5, 2007 
 
PROJECT 
Utah State Veterans Nursing Home Chapel/Multi-purpose Room Addition 
DFCM Project No. 06237480 
 
OWNER 
Utah DFCM 
 
ARCHITECT 
Eaton Architecture, Inc. 
77 West 200 South, Suite 302 
Salt Lake City, Utah 84101 
 
 
The original Contract Documents issued for the above stated project are amended as noted in this 
Addendum.  It shall be the sole responsibility of the contractor and bidder to appropriately disseminate 
this information to all concerned parties prior to the assigned bid time and date, and to coordinate the 
Addendum with the Contract Documents. 
 
Receipt of this Addendum shall be acknowledged by inserting its number in the appropriate space 
provided on the bid form.  This Addendum consists of a total of eighteen (19) 8½” x 11" sheets .  If there 
are still unresolved questions after examining this Addendum, please submit those questions via 
telephone or facsimile as soon as possible so that an Addendum can be issued to clarify those issues prior 
to bid. 
 
ITEMS 
 

1. Specification section 087100- Door Hardware, Part 2 Products, 2.13 Closers shall 
include Hagar 5100, grade 1 closers as an approved manufacturer. 

2. The attached revised bid form includes Add Alternate 2 for the new canopy structure 
at the existing pedestrian bridge, and shall replace the previous bid form in the project 
manual. 

3. The construction project phasing shall be as follows;  The excavation and 
construction of the new building shall be executed as far as possible prior to 
breeching the existing exterior walls and openings of the existing building.  Once 
openings must be made into the existing building, the new partition framing, dry wall 
and doors shall be installed to provide a sound and dust barrier for the staff working 
in the existing office area.  Following the installation of this barrier remaining interior 
work to the existing building may proceed along with the completion of the new 
building. 

4. The existing 7’-6” tall partition between the open area and the office area of the 
existing building shall be extended to the bottom of the existing 9’-0” high ceiling 
with 3-5/8” light gage metal stud framing and painted gypsum board at each side 
flush with existing wall finishes.  Install a continuous “J” mold at the top edge with 
mud and tape prior to painting. 
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5. The available hours for construction shall be standard working hours, 7:00 A.M. to 
6:00 P.M., both weekdays and weekends.  The Owner shall be notified in advance of 
work that needs to be done outside of standard working hours. 

6. The lower South parking area shall be used for the Contractor staging area.  The 
adjacent road and turn-around for the child care center to the East of this parking area 
shall not be blocked to allow access for pick-up an drop-off.  Existing asphalt paving, 
concrete sidewalk and curb and gutter damaged during construction for staging 
activities shall be removed and replaced with new to match existing conditions. 

7. Parking passes for the Contractor and sub-contractors will be provided by the 
Veterans Administration Parking Department. 

8. Current federal Davis-Bacon wages are required and shall apply to all construction 
trades for this project. 

9. Existing asphalt paving, concrete sidewalks and curb and gutter at the West and South 
parking areas shall be saw-cut, broken-out and removed for the demolition and 
installation of underground utilities for this project.  New compacted fill and new 
asphalt paving or concrete shall be re-installed at these locations to match existing 
adjacent paving. See drawing sheet C101 and the attached electrical addendum item 
ESD-1 for routing and length of these underground lines.   

10. Toilet compartment shall be floor mounted colored solid phenolic panels with 
stainless steel attachments and hardware. 

11. Engraved laminated ADA compliant signs shall be included at the new Men’s and 
Women’s toilet room doors of the addition. 

12. An engraved laminated sign shall be installed near exit door 110B that states, “Exit to 
area of refuge”. 

13. One parking stall shall be re-striped at the existing West parking area to add one new 
required accessible parking stall. 

14. Specification section 075400 Thermoplastic Membrane Roofing, Part 2, 2.6 shall 
include polyisocyanurate insulation as primary roof insulation.  Extruded polystyrene 
shall be used only for tapered insulation for roof crickets. Johns Mansville shall be 
included as an approved manufacturer for polyisocyanurate insulation and for the 
single-ply membrane roofing. 

15. See the attached mechanical addendum items. 
16. See the attached electrical addendum items. 
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ADDENDUM

DATE: April 4, 2007

PROJECT NO: 6488

PROJECT: Veterans Nursing Home
Addition

DIVISION – 15

1. Sheet C101

Add the following to General Note:

3.  The existing soft water, and chilled water supply and return piping as shown per the existing
civil drawings obtained from previous construction documents are located at an elevation
approx. 3'-0" below the existing basement floor. The contractor shall take care during
construction to avoid damaging this piping. Upon sufficient completion of the basement, the
new soft water, and chilled water supply and return piping will be installed in the basement
area. Connections for the soft water, and chilled water supply and return piping shall be
coordinated with the Veterans Administration to facilitate minimum shut-down time. The
existing buried unused portions of soft water, and chilled water supply and return piping shall
be abandoned in place. If the exact depth and location of the soft water, and chilled water
supply and return piping causes a significant issue in constructability, the owner, architect,
and engineer shall be notified, and the issue will be addressed at that time.

PRIOR APPROVALS

The following manufacturers, trade names and products are allowed to bid on a name brand only basis
with the provision that they completely satisfy all and every requirement of the drawings, specifications
and all addenda shall conform to the design, quality and standards specified, established and required for
the complete and satisfactory installation and performance of the building and all its respective parts.

Item Manufacturer

Air Handling Units Hunt Air, Scott Springfield Mfg.
Check Valve Titan
Duct Access Doors Kees, Greenheck
Fan Coil Unit Williams, Enviro-tec
Fin Tube Radiator Modine
Fire, Fire/Smoke Dampers NCA, Safe Air, Greenheck, C & S-Pottorff, United Air Leader
Flex Connectors API
Flex Duct Hart & Cooley
Glycol Feed System Armstrong
Grilles Price
HET’s Clifco
Lavatory Faucet Chicago
Louvers Cesco, Greenheck, United Air Leader
Manual Volume Damper Greenheck, United Air Leader
Registers, Grilles & Ceiling Diffusers Carnes, Tuttle & Bailey
Roof Exhaust Fans Carnes
Seismic Vibration Isolation Vibration Eliminator
Strainers Titan



April 4, 2007

Page 2 of 2

Thermostatic Mixing Valve Symmons
Traps & Supplies EBC
Unit Heaters Modine
Urinal Flush Valve Delany
Volume Dampers NCA, Safe-Air
Water Coolers Acorn Aqua
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Addendum 

 
Envision Engineering, PC, is transmitting the following for your use and review:   

Copies/Sets Addendum Number & Description 

1  Electrical addendum 1 
 

 

 

To: Matt Larsen, AIA From: Ryan Van Voast, EE 

Company: Eaton Architecture Date: April 4, 2007 

Phone: 328-2982 Address: 77 West 200 South, Suite 302 

Project:
VA Nursing home Chapel 
addition 
 

Salt Lake City, UT 

Please issue these electrical Items.  Should you have questions, please feel free to contact our 
office directly at the number below. 
 
Thank you. 
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The following is a description of Electrical Addendum changes to the electrical construction documents for VA 
nursing home Chapel addition: 
 
 
PRIOR APPROVALS  
 
The following items, trade names, products, and manufactures are approved for bidding.   Approval does not 
relieve the bidder from satisfying the intent of the requirements of the drawings, specifications and addenda in 
every respect.  Failure to conform to the design quality and standards specified, established and required may 
result in later disapproval.  If equipment must be disapproved after bidding, Contractor shall supply specified 
equipment at no extra cost to the owner. 
 
Items are listed generally and specific model number, etc., shall be as submitted.  Items submitted but not 
approved either did not satisfy the requirements, showed insufficient data or arrived after the deadline 
established for submittals. 
 
 
Light Fixtures: 
 
Type Manufacturers   Series 

AW1 ELCAST   CWP 

  LITHONIA   TWP   

  HUBBEL   PVL 

  PACIFIC LIGHTING  SMS727 

 

AW2 ELCAST   CWP 

  LITHONIA   TWP 

  HUBBEL   PVL  

  PACIFIC LIGHTING  SMS727 

CR8 COLUMBIA   CSR8 

  DAYBRITE   TIS 

  LSI    F20    

DF  PORTFOLIO   C6042 

  PRESCOLITE   CFT632 

  OMEGA   OM6 

  LSI    206V 

DN1 PRESCOLITE   LVHR 

  HE WILLIAMS   LVDR 

GA2 METALUX   2GC8 

  COLUMBIA   J24 

  DAYBRITE   2TG8 

  HE WILLIAMS   50G  

PF  AL+D    PD1200 

  SCOTT    S2120 

  THOMAS   TSS18 
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  MANNING   DP-62    

SW4 METALUX   WS 

  COLUMBIA   WC4 

  DAYBRITE   CAN 

  HE WILLIAMS   17-4 

T1  HALO    L650 

  PRESCOLITE   AKT12 

  CAPRI    CX  

  LSI    TR-1 

TH  HALO    L1731 

  PRESCOLITE   AKTLF 

  CAPRI    CT6035 

  LSI    GB30 

WB4 METALUX   BC 

  LITHONIA   WP 

  COLUMBIA   WAL4 

  LSI    WB232 

X1  SURELITE   LPX 

  DUAL-LITE   CV3GAW 

  MCPHILBEN   CXL 

  EXITRONIX   GVEX 

Notes: 

1. GA2 fixture to have .125” thick #12 pattern diffuser.  
 
 
Lighting Control System: 

1. GE TLC is approved for bidding. 
2. Lithonia SPAK is approved for bidding. 
3. Lutron is approved for bidding 
 
 
SPECIFICATIONS 
 

1. Specification section Lighting control system 26560 is to be added.  Please see attached section.  
 
 

ELECTRICAL DRAWINGS 
 
SHEET EL101 Main level lighting plan: 

1. ESDs-1, 2, 3, and 4 showing site lighting conduit and conductor routes to contactor cabinet LC1 must 
remain in service during construction.  Conduit routing is shown from the as-built drawings.   

 
 
End of Addendum 
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BID FORM – REVISED 

PER ADDENDUM NO. 1 DATED APRIL 5, 2007 
 
NAME OF BIDDER                                                                                                       DATE             
 
To the Division of Facilities Construction and Management 
4110 State Office Building 
Salt Lake City, Utah  84114 
 
The undersigned, responsive to the "Notice to Contractors" and in accordance with the "Instructions to Bidders”, 
in compliance with your invitation for bids for the CHAPEL/MULTI-PURPOSE ROOM ADDITION – 
VETERANS’ NURSING HOME – UTAH NATIONAL GUARD – SALT LAKE CITY, UTAH -  DFCM 
PROJECT # 06237480 and having examined the Contract Documents and the site of the proposed Work and 
being familiar with all of the conditions surrounding the construction of the proposed Project, including the 
availability of labor, hereby proposes to furnish all labor, materials and supplies as required for the Work in 
accordance with the Contract Documents as specified and within the time set forth and at the price stated below.  
This price is to cover all expenses incurred in performing the Work required under the Contract Documents of 
which this bid is a part: 
 
I/We acknowledge receipt of the following Addenda:            
 
BASE  BID : For all work shown on the Drawings and described in the Specifications and Contract Documents, 
I/we agree to perform for the sum of: 
 
                                                                                                                            DOLLARS ($                                ) 
(In case of discrepancy, written amount shall govern) 
 
ADDITIVE ALTERNATE NO. 1:  For all work shown on the Drawings and described in the Specifications 
and Contract Documents for installation of an ADA accessible ramp, I/we agree to perform for the sum of: 
 
                                                                                                                            DOLLARS ($                                ) 
(In case of discrepancy, written amount shall govern) 
  
ADDITIVE ALTERNATE NO. 2:  For all work shown on the Drawings and described in the Specifications 
and Contract Documents for installation of a canopy over existing walkway, I/we agree to perform for the sum 
of: 
 
                                                                                                                            DOLLARS ($                                ) 
(In case of discrepancy, written amount shall govern) 
 
I/We guarantee that the Work will be Substantially Complete by August 31, 2007, should I/we be the successful 
bidder, and agree to pay liquidated damages in the amount of $250.00 per day for each day after expiration of 
the Contract Time as stated in Article 3 of the Contractor’s Agreement.  
 
This bid shall be good for 45 days after bid opening. 
 
 

STATE OF UTAH - DEPARTMENT OF ADMINISTRATIVE SERVICES 
 

Division of Facilities Construction and Management 
DFCM
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BID FORM  
PAGE NO. 2 
 
 
Enclosed is a 5% bid bond, as required, in the sum of           
 
The undersigned Contractor's License Number for Utah is                                                         .   
 
Upon receipt of notice of award of this bid, the undersigned agrees to execute the contract within ten (10) days, 
unless a shorter time is specified in the Contract Documents, and deliver acceptable Performance and Payment 
bonds in the prescribed form in the amount of 100% of the Contract Sum for faithful performance of the 
contract.   
 
The Bid Bond attached, in the amount not less than five percent (5%) of the above bid sum, shall become the 
property of the Division of Facilities Construction and Management as liquidated damages for delay and 
additional expense caused thereby in the event that the contract is not executed and/or acceptable l00% 
Performance and Payment bonds are not delivered within the time set forth. 
 
 
Type of Organization: 
 
                                                                 
(Corporation, Partnership, Individual, etc.) 
 
 
Any request and information related to Utah Preference Laws: 
 
__________________________________________________ 
 
 
 
 
 
 
      Respectfully submitted, 
 
 
 
      ______________________________________________ 
      Name of Bidder 
 
 
 

ADDRESS: 
 
 
      ______________________________________________ 
 

______________________________________________ 
 
 
 
      ______________________________________________ 

 Authorized Signature 


